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HAZARDOUS LOCATIONS PER NFPA 70 (NEC).

MATERIALS FOR THE

PROVIDE SUITABLE WIRING METHODS AND 4.

 LOCATION.   

AND D

SYSTEM IS CONSIDERED A CLASS I, DIV 2, GROUP C     

ODOR-CONTROL

THE AREA WITHIN 3'-0" ENVELOPE AROUND THE a. 

LOCATION AS FOLLOWS:

SYSTEM IS CLASSIFIED AS A HAZARDOUS 

ODOR-CONTROL

PER NFPA 820, TABLE 4.2, ROW 20, LINE b, THE 3.

GROUP C AND D LOCATIONS.    

CLASS I, DIV 2,

THE AREA INSIDE THE VAULT IS CONSIDERED a. 

LOCATIONS AS FOLLOWS:

HAZARDOUS

VALVE AND METER VAULTS ARE CLASSIFIED AS 

36, LINE a, THE

PER NFPA 820, TABLE 4.2, ROW 31, LINE a AND ROW 2.

GROUP C AND D LOCATIONS.    

CLASS I, DIV 2,

THE EDGE OF THE HATCHES ARE CONSIDERED     

EXTENDING 3'-0" FROM

AN ENVELOPE 18" ABOVE HATCHES AND     

OPENING AND

THE AREA WITHIN A 5'-0" RADIUS AROUND VENT b. 

GROUP C AND D LOCATIONS.    

DIV 1,

AROUND VENT OPENING AS CONSIDERED CLASS I,     

RADIUS

THE AREA INSIDE THE WETWELL AND WITHIN A 3'-0" a. 

FOLLOWS:

CLASSIFIED AS A HAZARDOUS LOCATION AS 

WELL IS

PER NFPA 850, TABLE 4.2, ROW 15, LINE a, THE WET 1.
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GENERAL NOTES

ELECTRICAL ROOM.

CONTROL PANEL CP-A LOCATED INSIDE THE 

ENTRANCE ATS, AND GENERATOR TO EXISTING 
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DRAWINGS.
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TO BE REMOVED

OF 10KA SYMMETRICAL AT 120V AC.

FOR USE WITHIN A POWER DISTRIBUTION SYSTEM WITH AN AVAILABLE FAULT CURRENT 

BY A NATIONALLY RECOGNIZED TESTING LABORATORY INDICATING ITS SUITABILITY 

PUMP CONTROL PANEL SHALL BEAR A UNIT SHORT CIRCUIT CURRENT RATING LABEL 7.

UL-698A, INDUSTRIAL CONTROL PANELS.

TESTING LABORATORY INDICATING ITS LISTING/LABELING IN ACCORDANCE WITH 

PUMP CONTROL PANEL SHALL BEAR A LABEL FROM A NATIONALLY RECOGNIZED 6.

POWER PANEL AS SHOWN AND IN 

5.

ADAPTER. RUSSELL STOLL:  DS 4404MRA00, NO SUBSTITUTIONS.

PROVIDE 400A, 600V GENERATOR RECEPTACLE WITH JUNCTION BOX AND ANGLE 3.

PULLBOX PER NEC REQUIREMENTS.

PROVIDE NEMA 4X 316 SS PULLBOX TO INTERCEPT EXISITNG CONDUIT.  SIZE2.

NEW 5kVA, 480-240V, 1-PHASE MINI POWER CENTER.8.

UTILITY LINE SIDE OF THE TRANSFER SWITCH.

ON THE NORMAL/ INSTALL SINE-WAVE TRACKING,

PROVIDE CATEGORY C, 6-MODE, 20 kA NOMINAL DISCHARGE CURRENT, SPD WITH 

UPON RECEIPT OF SHUNT TRIP COMMAND FROM RTU. 

NEW MAIN CIRCUIT BREAKER WITH SHUNT TRIP OPTION. BREAKER SHALL OPEN 4.

UTILITIES.

ELECTRICAL. MAINTAIN 12" CLEARANCE FROM CONFLICTING UNDERGROUND

VIBRATION MITIGATION. REFER TO SPECIFICATION SECTION 26 05 01, 

ALL RACEWAYS TO BE PVC-COATED RGS, EXCEPT WHERE REQUIRED FOR 1.
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 12 &15

NOTE 4, 5 

300A

ATS-A

NEW SE 

[3/4"C, 2#10, 1#10G]

STUB UP 12" OF CONDUIT NEXT TO PUMP TJB'S INSTALL PULL-STRING AND CAP ON BOTH ENDS.14.

REFER TO SPECIFICATION 40 90 01 FOR MSC REQUIREMENTS.13.

WITH NSi POLARIS BLUE SERIES SUBMERSIBLE POWER DISTRIBUTION BLOCKS.

NEMA 4X 316  STAINLESS STEEL TERMINAL JUNCTION BOX SIZE PER NEC REQUIREMENTS, 11.

SINE-WAVE TRACKING.  INSTALL IN LIGHTING PANEL AS SHOWN.

PROVIDE CATEGORY B, 10-MODE, 20kA NOMINAL DISCHARGE CURRENT SPD WITH 10.

GROUND GENERATOR AND GENERATOR ENCLOSURE TO EXISTING GROUNDING RING.16.

FULLY ADJUSTABLE LSIG MODULE. 100% RATED15. 

NEUTRAL BUS IS NOT BONDED TO THE ATS GROUND BUS.

ARE BONDED AT ATS NEUTRAL BUS FOR A NON-SEPARATELY DERIVED SYSTEM. ATS 

NEUTRAL BUS. SERVICE NEUTRAL AND GENERATOR NEUTRAL  

NEW SERVICE ENTRANCE  3-POLE ATS WITH UTILITY SIDE CIRCUIT BREAKER AND12.

HEATER.

ALTERNATOR SPACE HEATER, FUEL LEVEL/LEAK DETECTION SYSTEM, AND JACKET WATER

NEW MINI POWER CENTER LOCATED INSIDE GENERATOR ENCLOSURE.  MPC POWERS BATTERY CHARGER,9.

NOTE 15 & 16

GENERATOR

STANDBY

250 KW, 0.8 P.F.

3P, 4W, 60HZ

480Y/277V, 

NEW GEN-A
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